Quick guide

Set DIP switch 1 to ON-position

Aw s.

Rotation

Set DIP switch 2 to OFF- position

R To use internal rotation monitor

I Rotation fault

Cleaning function 1
External rotation monitor2
High speed 3
Low speed

Modbus

Com

External fault
Set DIP switch 3 “High speed” to position ON, wait 1 minute and then

adjust “Max rom” so that the rotor rotates 10-12 rpm.

Motor fault
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!\ganua Max rpm To make it easier to set the rom, (number of turns per minute) attach the

= sticker to the rotor.

When the rotor rotates 10-12 rpm, set DIP-switch 3 “High speed” back to
OFF-position

Direction of rotation

25NG 50NG 100NG

U(1), V (2), W(3) = Counterclockwise \.J

U(2), V(1), W(3) = Clockwise £ %

‘ Motor cable must not be shortened or extended
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Quick guide

Connection instructions when changing from Emotron to VariMax

Controller VVX-1/2/4/6 EMX-R/B/D VariMax 25/50/100
Control signal
+ 7 33 2
- 8 34 3
Alarm signal
Closing 17 42 14
onalarm 18 43 15
VariMax
&1 kS (Max 0,5 A 30 V AC/DC)
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